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INTRODUCTION
00
W	 An area presently being in vestigated by the NASA Lewis Research
Center in its efforts to aid in the utilization of alternate
energy sources is the use of solar energy for the heating and
cooling of buildings. An important part of this effort is the
evaluation of solar collectors which havethe potential to be
efficient, economical, and reliable.
This preliminary data report gives basic test results of a col-
lector whose performance was determined in the NASA-Lewis solar
simulator. In the interest of providing performance data on
this collector to the technical community as quickly as possible,
the basic test results reported herein are presented without eval-
uation. Detailed analyses and interpretation of these results may
be presented in subsequent papers or reports by this Center. Some
of the results contained in this report may be changed as warranted
by reviews and evaluations, or by obtaining additional data on this
collector.
Reference 1 describes the solar-simulator test facility, as well as
the basic test procedure.	 #
COLLECTOR DESCRIPTION
The collector was made by Sunwo rks, Incorporated, Guilford, Con-
necticut. This collector onsists of a copper absorber panel_
(absorbing area = 13.81 ft ) and six parallel copper flow channels.
The channels are spaced 5-5/8 inches apart. The collector has a
selective coating on the absorber panel and a single glazing of
glass (area of glass = 14.34 ft 2) . .Insulation consisting of 2'a
inches of fiberglass is used to reduce conduction heat losses.
A photograph of the collector on the test stand is shown in
figure 1.
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Figure 1. - Collector on the Test Stand
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